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ADDENDUM No.: 3 

DATE: 19 September 2013 

TO: VA Medical Center 

Engineering Service, Building #3 

508 Fulton St. 

Durham, NC  27705 

ATTENTION: Chuck Williams 

JOB NAME: Replace Boiler Plant Generator 

JOB No.: 1118 

CLIENT ID No.: 558-11-102FCA 

FROM: Steven T. Pulling, AIA 

COPIES TO: David Bullerwell (VAMC Durham) 

Dennis Hayes, PE (Edmondson Engineers) 

Rick Keil, PE (Edmondson Engineers) 

Charles Crowl, PE (Edmondson Engineers) 

Chuck Hill, PE (Coulter Jewell Thames) 

Dennis Forbis (S&ME) 

General Note: The Contract Documents include all Drawings and Specifications, plus any Addenda. The Drawings and 

the Specifications are complimentary and are to be taken together for a complete interpretation of the Work. 

Contractors shall review a complete set of Contract Documents prior to bidding the work. 

MODIFICATIONS TO THE CONTRACT DOCUMENTS FOR THIS PROJECT SHALL BE MADE AS FOLLOWS: 

SPECIFICATIONS: 

Section 01 00 00 - GENERAL REQUIREMENTS 

Reference Article 1.2-A: Delete at the beginning of the paragraph the words “ITEM I, GENERAL CONSTRUCTION:” 

and Add in their place the words “Bid Item 1,”. 

Reference Article 1.2: Add new paragraph B that reads as follows:  

“B. Bid Item 2, Deduct Alternate 1: Shall be all work described in Bid Item 1 minus 

that work shown in the drawings and/or designated in the specifications as 

“Alternate Deduct 1”. Work shall include material and labor for new ATS-8 and 

new ATS-9, and all associated conduit and wiring from new Switchboard G1 to 

existing Chiller #3 and existing MCC. 

DRAWINGS: 

N/A 

END OF ADDENDUM No. 3 

ENCLOSURES: Revised specification Section 01 00 00 – GENERAL REQUIREMENTS  

(file: SECTION 010000 - GENERAL REQUIREMENTS - A-3.docx) 

(file: SECTION 010000 - GENERAL REQUIREMENTS - A-3.pdf) 
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